8/16/2019 - 10 04 AM

Part C Section 11 Iltems Requested by EPA - Jan 2010 to Dec 2010
Item ID Parameter Units Jan-10 Feb-10 Mar-10 Jul-10 Aug-10 Sep-10
Boiler 1 Steam klbs 58,524 54,272 40,978 53,622 60,522 56,502 60,395 58,302 58,536 47,645 58,567 60,512 668,377
Boiler 1 Capacity Factor "**" % 88.3% 90.6% 61.8% 83.6% 91.3% 88.1% 91.1% 87.9% 91.2% 71.9% 913% 913% 85.6%
Boiler 2 Steam klbs 58,597 51,177 56,755 35,058 59,347 56,165 60,538 60,571 56,406 45,791 55,270 60,429 656,104
item a) Boiler 2 Capacity Factor Note 1 % 88.4% 85.5% 85.6% 54.6% 89.5% 87.5% 91.3% 91.4% 87.9% 69.1% 86 2% 91 2% 84.1%
Boiler 3 Steam klbs 58,030 54,565 57,046 52,572 38,160 53,022 58,364 55,888 58,585 56,154 45,205 60,528 648,119
Boiler 3 Capacity Factor Note 1 % 87.5% 91.1% 86.1% 81.9% 57.6% 82.7% 88.0% 84.3% 91.3% 84.7% 70 5% 91 3% 83.0%
Total Facility Steam klbs 175,151 160,014 154,779 141,252 158,029 165,689 179,297 174,761 173,527 149,590 159,042 181,469 1,972,600
Total Facility Capacity Factor Note 1 % 88.1% 89.1% 77.8% 73.4% 79.5% 86.1% 90.2% 87.9% 90.2% 75.2% 826% 91 2% 84.2%
Boiler 1 Time Online hrs 718.2 6720 506.0 660.3 7440 693 3 7440 7173 7200 586.0 7200 744.0 8,225
% 96.5% 100.0% 68.0% 91.7% 100.0% 96.3% 100.0% 96.4% 100.0% 78.8% 100.0% 100.0% 93.9%
it Boiler 2 Time Online hrs 720.3 636.2 700.0 4323 7233 6919 7440 7440 6923 563.3 676.6 7440 8,068
2’)"5 % 96.8% 94.7% 94.1% 60.0% 97.2% 96.1% 100.0% 100.0% 96.2% 75.7% 94.0% 100.0% 92.1%
and Boiler 3 Time Online hrs 709.3 6720 704.3 646.3 472.3 652 2 7172 688 6 720.0 690.3 553.0 7440 7,97?
0 % 95.3% 100.0% 94.7% 89.8% 63.5% 90.6% 96.4% 92.6% 100.0% 92.8% 76.8% 100.0% 91.0%
ALL Boiler Time Online hrs 21478 1980.2 1910.3 1738.9 1939.6 20374 22052 21499 21323 1839.6 19496 22320 24,263
% 96.2% 98.2% 85.6% 80.5% 86.9% 94 3% 98.8% 96.3% 98.7% 82.4% 90 3% 100 0% 92.3%
Turbine % 100.0% 100.0% 100.0% 88.3% 100.0% 100.0% 100.0% 99.5% 100.0% 99.8% 100.0% 100.0% 99.0%
item d) Refuse Processed Tons 29,161 26,499 26,743 24,447 26,319 27,567 30,328 29,560 28,898 24,864 26,474 30,229 331,089
Item e) Refuse HHV M2 Btu/ b 5,137 5,128 4,952 4,908 5,086 5,063 4,978 4,959 5,119 5,081 5,123 5,168 5,060
item f) Gross Electric MWH 18,756 17,332 16,635 14,828 17,108 18,119 19,626 18,946 19,100 15,989 17,340 19,821 213,600
Net Electric MWH 16,716 15,339 14,586 13,049 14,986 15,867 17,197 16,585 16,819 13,911 15,369 17,663 188,087
ttem g) Gross Heat Rate btu/kwhr 15,974 15,680 15,922 16,184 15,649 15,406 15,385 15,474 15,490 15,803 15,643 15,763 15,685
em
g Net Heat Rate btu/kwhr 17,923 17,718 18,159 18,390 17,864 17,593 17,558 17,677 17,591 18,163 17,649 17,689 17,813
Downtime Breakdown Hrs CAUSE Hrs CAUSE Hrs CAUSE
1515.9 Scheduled Boiler Outage hrs 52.8
Item h) Downtime Explanations 374.6 Unscheduled Downtime hrs FZy# Jron responsive
1890.5 Total Downtime Hrs 159.9 "-’590"5”‘:‘|"°’ respo
14.7 raq:r.on responsive|
Item i) rote 3 10,813
Mwhrs Lost due to Planned Outage NOTES
TORE! Bitecs ngtt:::sto Unlannad 2,672 Notel  Capacity Factor based on % of design Steam Flow of 89.1 klbs/hr per boiler
Lost Mwhrs Unplanned by Area N Fuel Supply is Muncipal Solid Waste - No Analysis available of constituents (moisture, sulfur,
ote 2 _ .
item ) MWC: 2,672 ash). HHV determined Monthly and reported in table
Turbme.Genemtor: 0 Note3  Lost Mwhrs based on 7.13 Mwhrs (net) per Lost Boiler hr, 21.4 Mwhrs/Turbine Hour
Pollution Control: 0
Balance of Plant: 0
Misc: 0
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8/16/2019 - 10 04 AM

Part C Section 11 ltems Requested by EPA - Jan 2011 to Dec 2011
Item ID Parameter Units Jan-11 Feb-11 Mar-11 Jul-11 Aug-11 Sep-11
Boiler 1 Steam klbs 56,991 50,769 34,113 58,490 60,519 56,292 60,652 58,025 58,125 47,861 58,456 60,261 660,554
Boiler 1 Capacity Factor V¢ % 85.6% 84.4% 51.2% 90.8% 90.9% 87.4% 91.1% 87.1% 90.2% 71.9% 90.7%! 90 5% 84.3%
Boiler 2 Steam klbs 56,676 51,270 58,272 37,302 60,578 58,660 58,757 57,863 58,465 48,603 53,899 60,504 660,849
ttem a) Boiler 2 Capacity Factor V¢! % 85.1% 85.2% 87.5% 57.9% 91.0% 91.0% 88.2% 86.9% 90.7% 73.0% 836% 90 9% 84.3%
Boiler 3 Steam klbs 57,030 54,572 57,516 58,215 40,689 58,583 58,393 59,989 55,684 60,207 46,265 60,550 667,693
Boiler 3 Capacity Factor Nt % 85.6% 90.7% 86.4% 90.3% 61.1% 90.9% 87.7% 90.1% 86.4% 90.4% 71 8% 90 9% 85.2%
Total Facility Steam klbs 170,697 156,611 149,901 154,007 161,786 173,535 177,802 175,877 172,274 156,671 158,620 181,315 1,989,096
Total Facility Capacity Factor "= % 85.4% 86.8% 75.0% 79.7% 81.0% 89.8% 89.0% 88.0% 89.1% 78.4% 82.1% 90 8% 84.6%
. . hrs 706.3 6272 4195 720.0 7440 6913 7440 7203 720.0 5922 7200 7410 8,146
Boiler 1 Time Online —
% 94.9% 93.3% 56.4% 100.0% 100.0% 96.0% 100.0% 96.8% 100.0% 79.6% 100.0% 99.6% 93.0%
it Boiler 2 Time Online hrs 706.5 632.8 717.2 4573 744.0 7200 7202 7183 720.0 598.3 659.4 744.0 8,138
2’)"5 % 95.0% 94.2% 96.4% 63.5%| _ 100.0%|  100.0% 96.8%| _ 96.5%|  100.0% 80.4% 91.6%| _ 100.0% 92.9%
and Boiler 3 Time Online hrs 706.3 6720 707.3 7161 501.3 7200 7143 7440 684.3 741.0 568.3 7440 8,219
o % 94.9% 100.0% 95.1% 99.5% 67.4% 100.0% 96.0% 100.0% 95.0% 99.6% 78.9% 100.0% 93.8%
ALL Boiler Time Online hrs 2119.1 1932.0 1844.0 1893.4 1989.3 21313 21785 21826 21243 1931.5 19477 2229.0 24,503
% 94.9% 95.8% 82.6% 87.7% 89.1% 98.7% 97.6% 97 8% 98.3% 86.5% 90 2% 99 9% 93.2%
Turbine % 100.0% 100.0% 100.0% 100.0% 40.5% 100.0% 100.0% 99.4% 100.0% 100.0% 100.0% 100.0% 94.9%
Item d) Refuse Processed Tons 27,290 26,018 25,533 25,053 26,359 29,278 30,406 29,548 30,249 26,527 26,064 30,039 332,364
Item e) Refuse HHV "2 Btu/ b 5,225 5,060 4,941 5,057 5,021 4,950 4,853 4,831 4,721 4,896 5,065 5,102 4,972
tem f) Gross Electric MWH 17,594 16,275 15,409 15,863 7,992 19,091 19,384 17,886 18,750 16,723 17,111 19,892 201,970
Net Electric MWH 15,761 14,580 13,591 14,120 7,084 16,853 17,029 15,674 16,5632 14,665 15,131 17,756 178,776
tem g) Gross Heat Rate btu/kwhr 16,209 16,178 16,375 15,973 33,120 15,183 15,225 15,962 15,233 15,5633 15,430 15,409 16,365
Net Heat Rate btu/kwhr 18,094 18,059 18,565 17,945 37,365 17,199 17,330 18,214 17,276 17,712 17,449 17,263 18,488
Downtime Breakdown Hrs CAUSE Hrs CAUSE Hrs CAUSE
1427.9 Scheduled Boiler Outage hrs b 2 LY Jron responsive|non respc 10.8
Item h) Downtime Explanations 349.5 Unscheduled Downtime hrs L3y g e on resfnon respx
1777.4 Total Downtime Hrs [ X non responsive|non respor
EJ" =s*|non responsive|
Item i) Note 3 10,186
Mwhrs Lost due to Planned Outage NOTES
Setal R Igztt::;to UnPlasned 2,493 Note1l  Capacity Factor based on % of design Steam Flow of 89.5 klbs/hr per boiler
Lost Mwhrs Unplanned by Area Note 2 Fuel Supply is Muncipal Solid Waste - No Analysis available of constituents (moisture, sulfur,
item ) MWC: 2,493 ash). HHV determined Monthly and reported in table
TurbmeAGenerator: 0 Note3  Lost Mwhrs based on 7.13 Mwhrs (net) per Lost Boiler hr, 21.4 Mwhrs/Turbine Hour
Pollution Control: 0
Balance of Plant: 0
Misc: 0
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Part C Section 11 Iltems Requested by EPA - Jan 2012 to Dec 2012
Item ID Parameter Units Jan-12 Feb-12 Mar-12 Jul-12 Aug-12 Sep-12
Boiler 1 Steam klbs 55,536 55,479 48,964 48,061 59,910 56,245 60,593 60,579 58,726 46,294 58,586 55,970 664,943
Boiler 1 Capacity Factor "™ % 83.2% 88.9% 73.4% 74.4% 89.8% 87.1% 90.8% 90.8% 90.9% 69.4% 90.7% 83 9% 84.4%
Boiler 2 Steam klbs 58,747 56,691 60,574 56,350 39,285 55,154 60,550 58,077 57,023 48,462 58,519 60,461 669,893
item a) Boiler 2 Capacity Factor Note 1 % 88.0% 90.8% 90.8% 87.3% 58.9% 85.4% 90.7% 87.0% 88.3% 72.6% 90 6% 90 6% 85.0%
Boiler 3 Steam klbs 60,723 52,934 57,326 43,268 56,433 58,374 57,766 60,523 58,559 57,674 58,550 58,700 680,830
Boiler 3 Capacity Factor Note 1 % 91.0% 84.8% 85.9% 67.0% 84.6% 90.4% 86.6% 90.7% 90.7% 86.4% 90.7% 88 0% 86.4%
Total Facility Steam kibs 175,006 165,104 166,864 147,679 155,628 169,773 178,909 179,179 174,308 152,430 175,655 175,131 2,015,666
Total Facility Capacity Factor Note 1 % 87.4% 88.2% 83.3% 76.2% 77.7% 87.6% 89.4% 89.5% 90.0% 76.1% 90.7% 87 5% 85.3%
Boiler 1 Time Online hrs 683.9 696.0 602.0 590.6 744.0 6913 7440 7440 720.0 578.2 720.0 686.8 8,201
% 91.9% 100.0% 80.9% 82.0% 100.0% 96.0% 100.0% 100.0% 100.0% 77.7% 100.0% 92.3% 93.4%
it Boiler 2 Time Online hrs 7213 696.0 7440 691.3 4871 677 3 7440 7123 700.3 603.3 720.0 7440 8,241
2')"5 % 96.9% 100.0% 100.0% 96.0% 65.5% 94.1% 100.0% 95.7% 97.3% 81.1% 100.0% 100.0% 93.8%
and Boiler 3 Time Online hrs 744.0 649.3 703.0 530.0 700.1 7200 7093 7440 720.0 718.1 720.0 7213 8,37?
0 % 100.0% 93.3% 94.5% 73.6% 94.1% 100.0% 95.3% 100.0% 100.0% 96.5% 100.0% 96.9% 95.4%
ALL Boiler Time Online hrs 21492 20413 2049.0 1811.9 1931.2 2088 6 21973 2200.3 21403 1899.6 2160.0 2152.1 24,821
% 96.3% 97.8% 91.8% 83.9% 86.5% 96.7% 98.4% 98.6% 99.1% 85.1% 100 0% 96.4% 94.2%
Turbine % 100.0% 100.0% 100.0% 93.2% 99.7% 100.0% 100.0% 100.0% 100.0% 99.6% 100.0% 100.0% 99.4%
item d) Refuse Processed Tons 28,750 26,258 26,609 22,932 26,232 28,796 31,268 30,333 30,231 25,566 31,794 29,763 338,532
Item e) Refuse HHV M2 Btu/ b 5,112 5,240 5,233 5,249 4,758 4,834 4,693 4,849 4,821 4,944 4,629 4,949 4,929
item f) Gross Electric MWH 18,771 17,404 17,520 14,837 16,072 18,316 19,372 19,397 18,971 15,834 19,117 18,900 214,511
Net Electric MWH 16,697 15,5625 15,545 13,105 14,077 16,127 17,010 17,049 16,784 13,846 17,087 16,813 189,665
ttem g) Gross Heat Rate btu/kwhr 15,659 15,812 15,896 16,226 15,5632 15,200 15,150 15,166 15,365 15,965 15,397 15,587 15,558
em
g Net Heat Rate btu/kwhr 17,604 17,725 17,915 18,370 17,733 17,263 17,253 17,254 17,367 18,258 17,226 17,522 17,596
Downtime Breakdown Hrs CAUSE Hrs CAUSE Hrs CAUSE
1280.6 Scheduled Boiler Outage hrs b )73 "non responsive)
Item h) Downtime Explanations 205.2 Unscheduled Downtime hrs [Z®3non responsive
1485.8 Total Downtime Hrs LX¥4non responsive
Item i) rote 3 9,135
Mwhrs Lost due to Planned Outage NOTES
TORE! Bitecs ngtt:::sto Unlannad 1,464 Notel  Capacity Factor based on % of design Steam Flow of 89.7 klbs/hr per boiler
Lost Mwhrs Unplanned by Area N Fuel Supply is Muncipal Solid Waste - No Analysis available of constituents (moisture, sulfur,
ote 2 _ .
item ) MWC: 1,464 ash). HHV determined Monthly and reported in table
Turbme.Genemtor: 0 Note3  Lost Mwhrs based on 7.13 Mwhrs (net) per Lost Boiler hr, 21.4 Mwhrs/Turbine Hour
Pollution Control: 0
Balance of Plant: 0
Misc: 0
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Part C Section 11 Iltems Requested by EPA - Jan 2013 to Dec 2013
Item ID Parameter Units Jan-13 Feb-13 Mar-13 Jul-13 Aug-13 Sep-13
Boiler 1 Steam klbs 58,552 53,691 60,261 36,300 60,520 57,988 58,745 57,276 58,643 60,578 46,204 60,508 669,266
Boiler 1 Capacity Factor V¢ % 88.0% 89.4% 90.6% 56.4% 91.0% 90.1% 88.3% 86.1% 91.1% 91.1% 718% 91 0% 85.5%
Boiler 2 Steam klbs 60,556 49,223 60,454 41,220 56,851 58,511 60,468 58,791 58,023 58,728 58,673 60,537 682,035
ttem a) Boiler 2 Capacity Factor Nt % 91.0% 81.9% 90.9% 64.0% 85.5% 90.9% 90.9% 88.4% 90.1% 88.3% 912% 91 0% 87.1%
Boiler 3 Steam klbs 41,064 53,501 60,268 54,831 58,930 58,473 54,766 57,856 56,369 44,166 58,580 60,351 659,155
Boiler 3 Capacity Factor Nt % 61.7% 89.1% 90.6% 85.2% 88.6% 90.8% 82.3% 87.0% 87.6% 66.4% 91 0% 90.7% 84.2%
Total Facility Steam klbs 160,172 156,415 180,983 132,351 176,301 174,972 173,979 173,923 173,035 163,472 163,457 181,396 2,010,456
Total Facility Capacity Factor "= % 80.3% 86.8% 90.7% 68.5% 88.4% 90.6% 872% 87.2% 89.6% 81.9% 84 6% 90 9% 85.6%
. . hrs 718.3 6720 7440 4451 7440 7200 7213 702.7 720.0 7440 566.3 744.0 8,242
Boiler 1 Time Online -
% 96.5% 100.0% 100.0% 61.8% 100.0% 100.0% 96.9% 94.4% 100.0% 100.0% 78.7% 100.0% 94.1%
it Boiler 2 Time Online hrs 7440 610.1 744.0 506.0 698.2 7200 7440 7206 711.8 7210 7200 7440 8,384
2’)"5 % 100.0%| _ 90.8%| _ 100.0% 703% 93.8%|  100.0%|  100.0%| _ 96.9% 98.9% 96.9%|  100.0%|  100.0% 95.7%
and Boiler 3 Time Online hrs 504.3 6720 7440 6738 7243 7200 6732 7126 691.3 5413 7200 7440 8,121
d % 67.8% 100.0% 100.0% 93.6% 97.4% 100.0% 90.5% 95.8% 96.0% 72.8% 100.0% 100.0% 92.7%
ALL Boiler Time Online hrs 1966.6 1954.1 22320 1624.9 2166.5 21600 21385 21359 21231 2006.3 2006.3 22320 24,746
% 88.1% 96.9% 100.0% 75.2% 97.1% 100.0% 95.8% 95.7% 98.3% 89.9% 92 9% 100 0% 94.2%
Turbine % 100.0% 100.0% 100.0% 92.9% 99.9% 99.7% 99.8% 100.0% 100.0% 100.0% 100.0% 100.0% 99.4%
Item d) Refuse Processed Tons 26,004 25,911 31,664 21,894 29,099 30,185 30,103 29,717 28,631 27,105 26,076 30,993 337,382
Item e) Refuse HHV "2 Btu/ b 5,256 5,003 4,850 5117 5,019 4,771 4,761 4,869 5,067 5,070 5,251 4,950 4,988
tem f) Gross Electric MWH 17,086 16,790 19,837 13,876 19,130 19,003 18,749 18,900 18,855 17,662 17,676 19,682 217,246
Net Electric MWH 15,079 14,902 17,718 12,128 16,987 16,810 16,402 16,600 16,695 15,559 15,618 17,523 192,021
tem g) Gross Heat Rate btu/kwhr 15,999 15,442 15,483 16,148 15,269 15,157 15,288 15,311 15,388 15,561 15,493 15,589 15,492
Net Heat Rate btu/kwhr 18,128 17,398 17,335 18,475 17,195 17,134 17,476 17,433 17,379 17,665 17,534 17,510 17,527
Downtime Breakdown Hrs CAUSE Hrs CAUSE Hrs CAUSE
1240.1 Scheduled Boiler Outage hrs LW gl on responsive|ron respa 222
Item h) Downtime Explanations 203 Unscheduled Downtime hrs EISBnon responsive
1443.1 Total Downtime Hrs s ANoN responsive
ExX3non responsive
Item i) Note 3 8,846
Mwhrs Lost due to Planned Outage NOTES
Setal R Igztt::;to UnPlasned 1,448 Note1l  Capacity Factor based on % of design Steam Flow of 89.4 klbs/hr per boiler
Lost Mwhrs Unplanned by Area Note 2 Fuel Supply is Muncipal Solid Waste - No Analysis available of constituents (moisture, sulfur,
item ) MWC: 1,448 ash). HHV determined Monthly and reported in table
TurbmeAGenerator: 0 Note3  Lost Mwhrs based on 7.13 Mwhrs (net) per Lost Boiler hr, 21.4 Mwhrs/Turbine Hour
Pollution Control: 0
Balance of Plant: 0
Misc: 0
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Part C Section 11 ltems Requested by EPA - Jan 2014 to Aug 2014
Item ID Parameter Units Jan-14 Feb-14 Mar-14 Jul-14 Aug-14 Sep-14
Boiler 1 Steam klbs 58,620 53,917 60,304 42,756 60,821 58,648 56,388 60,464 451,918
Boiler 1 Capacity Factor Note 1 % 88.1% 89.7% 90.7% 66.4% 91.4% 91.1% 84 8% 90.9% 86.7%
Boiler 2 Steam klbs 42,338 54,003 60,512 58,555 58,616 58,585 58,610 60,543 451,762
item ) Boiler 2 Capacity Factor Note 1 % 63.7% 89.9% 91.0% 91.0% 88.1% 91.0% 88.1% 91.0% 86.6%
Boiler 3 Steam klbs 58,403 53,926 58,597 38,012 60,382 56,839 60,519 58,962 445,640
Boiler 3 Capacity Factor Nt % 87.8% 89.8% 88.1% 59.1% 90.8% 88.3% 91.0% 88.6% 85.5%
Total Facility Steam klbs 159,361 161,846 179,413 139,323 179,819 174,072 175,517 179,969 1,349,320
Total Facility Capacity Factor % 79.9% 89.8% 89.9% 72.1% 90.1% 90.1% 88.0% 90.2% 86.3%
. . hrs 7212 672.0 744.0 525.0 7440 7200 6915 7440 5,562
Boiler 1 Time Online
% 96.9% 100.0% 100.0% 72.9% 100.0% 100.0% 92.9% 100.0% 95.4%
it Boiler 2 Time Online hrs 520.2 6720 744.0 7200 720.0 7200 7190 7440 5,559
2’)"5 % 69.9% | 100.0%|  100.0%| _ 100.0% 96.8%|  100.0%| _ 96.6%|  100.0% 95.3%
and Boiler 3 Time Online hrs 719.0 6720 7223 4674 7440 698 3 7440 7250 5,492
d % 96.6% 100.0% 97.1% 64.9% 100.0% 97.0% 100.0% 97.4% 94.2%
ALL Boiler Time Online hrs 1960.4 2016.0 22103 17124 2208.0 2138 3 21545 22130 16,613
% 87.8% 100.0% 99.0% 79.3% 98.9% 99.0% 96.5% 99.1% 95.0%
Turbine % 100.0% 100.0% 100.0% 81.2% 100.0% 100.0% 99.9% 100.0% 97.7%
Item d) Refuse Processed Tons 27,028 28,297 29,734 24,341 29,969 29,242 30,353 30,127 229,091
Item e) Refuse HHV "2 Btu/ b 4,897 4,742 5,079 4,703 4,888 4,931 4,750 4,918 4,867
tem f) Gross Electric MWH 16,473 17,249 19,368 12,194 19,204 18,898 18,876 19,494 141,756
Net Electric MWH 14,407 15,294 17,227 10,637 17,030 16,638 16,475 17,099 124,807
tem g) Gross Heat Rate btu/kwhr 16,069 15,559 15,595 18,776 15,256 15,260 15,276 15,201 15,732
Net Heat Rate btu/kwhr 18,374 17,547 17,533 21,524 17,204 17,333 17,502 17,330 17,869
Downtime Breakdown Hrs CAUSE Hrs CAUSE Hrs CAUSE
830.8 Scheduled Boiler Outage hrs 52.3
Item h) Downtime Explanations 52.3 Unscheduled Downtime hrs
883.1 Total Downtime Hrs
Item i) Note 3 5,926
Mwhrs Lost due to Planned Outage NOTES
Setal R Igjtt::;to UnPlasned 373 Note1l  Capacity Factor based on % of design Steam Flow of 89.4 klbs/hr per boiler
Lost Mwhrs Unplanned by Area Note 2 Fuel Supply is Muncipal Solid Waste - No Analysis available of constituents (moisture, sulfur,
item ) MWC: 373 ash). HHV determined Monthly and reported in table
TurbineAGenerator: 0 Note3  Lost Mwhrs based on 7.13 Mwhrs (net) per Lost Boiler hr, 21.4 Mwhrs/Turbine Hour
Pollution Control: 0
Balance of Plant: 0
Misc: 0
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